Abstract: This paper dcscribes the investigation of the insulatinn condition o f a number of power and distribution type transformers of different manufacturing dates and with different operating histories. Return Voltage measurements were conducted for these transformers. Effects of moisture and ageing an the oilpaper insulation of these transformers were investigated and results are prescnted in this paper. Moisture in oil samplcs at known temperature was measured for these transformers. Previously accelerated ageing experiments were performed on paper wrapped insulated conductan in different environments over a temperarum range of I15 to 145°C. Rcsults from the measurements an transformers are compared with those of the accelerated aged samples and are described in this paper.
